Electricity Industry Participation Code Amendment (Offer and
Forecasting Provisions for Intermittent Generators) 2025
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that Act, I make the following amendment to the Electricity Industry Participation Code

2010.
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Amendment

Title
This is the Electricity Industry Participation Code Amendment (Offer and Forecasting
Provisions for Intermittent Generators) 2025.

Commencement
This amendment comes into force on 31 July 2025.

Code amended
This amendment amends the Electricity Industry Participation Code 2010.

Clause 1.1 amended (Interpretation)

In clause 1.1(1) insert in its appropriate alphabetical order:

approved forecast means a forecast issued by the approved forecast provider in
respect of an intermittent generating station for a trading period, and made available
to an intermittent generator, in a format and manner as prescribed by the Authority
from time to time

approved forecast provider means the provider of forecast services as prescribed from
time to time by the Authority

In clause 1.1(1), definition of bona fide physical reason, delete subparagraph (i).

In clause 1.1(1), definition of forecast of general potential, after “during a trading
period,” insert “determined in accordance with clause 13.9B(2) or (3) as applicable,”.
In clause 1.1(1), definition of offer, after “13.6(1), and” insert “clause 13.9B(1),”.

Clause 13.6 replaced (Requirements for generators when submitting offers)

Replace clause 13.6 with:

“13.6 Requirements for generators when submitting offers

) Each generator with a point of connection to the grid, and each embedded
generator required by the system operator to submit an offer under clause
8.25(5), must—
(a) for a generator other than an intermittent generator;

(1) submit to the system operator an offer for each trading
period in the schedule period, under which the generator is
prepared to sell electricity to the clearing manager; and

(11) ensure that the system operator receives an offer at least 71
trading periods before the beginning of the trading period to
which the offer relates.; and

(b)  subject to subclause (2), for an intermittent generator;

(1) submit to the system operator an offer for each trading
period and intermittent generating station in respect of
which the intermittent generator is prepared to sell electricity
to the clearing manager; and

(ii) ensure that the system operator receives an offer within 25
minutes of the first approved forecast for a trading period
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and intermittent generating station to which the offer relates;
or
(ii1)  ifthere is no approved forecast for a trading period and

intermittent generating station to which the offer relates 72
trading periods before the beginning of the trading period,
ensure that the system operator receives an offer at least 71
trading periods before the beginning of the trading period.

Subclauses (1)(b)(i1) and (iii) do not apply to intermittent generators using

an alternative forecast in accordance with clause 13.9B(4).

Despite subclauses (1) and (2), a generator must give at least 5 business

days' notice in writing to the system operator and the clearing manager

before the generator makes an offer for the Ist time in respect of the

generating plant that is the subject of the offer.

The notice must state—

(a) the point of connection to the grid at which electricity generated by
the generator is sold to the clearing manager under clause 14.3 or
14.4; and

(b) whether the generating plant is an intermittent generating station.

A generator must comply with any request from the system operator for
information concerning generating plant that is the subject of a notice under
subclause (3) if the system operator requires the information for the purposes
of scheduling and dispatch in accordance with this Code.

Despite subclauses (1) and (2), if a generator intends to permanently cease to
submit offers to the system operator in respect of any generating plant, the
generator must give at least 5 business days' notice in writing to the system
operator and the clearing manager.”

Clause 13.9B amended (Offer requirements for intermittent generators)
In clause 13.9B, insert as subclauses (2) to (4):

“2)

3

Subject to subclauses (3) and (4), each forecast of generation potential must
use the most recent approved forecast for that intermittent generating
station and trading period, adjusted as necessary to account for:

(a) any bona fide physical reason; or

(b) any planned outage

affecting the intermittent generating station and trading period.

If clause 13.6(1)(b)(i1) applies, each forecast of generation potential must
use either:

(a) the long-term seasonal average for that time of year for that
intermittent generating station and trading period: or
(b) if an intermittent generator has forecast information for that

intermittent generating station and trading period that it reasonably
believes is at least as accurate as a forecast under paragraph (a), that
forecast information,
adjusted as necessary to account for the factors in subclause (2)(a) and (b)
affecting the intermittent generating station and trading period.
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4) If agreed by the Authority, and subject to any conditions specified by the

Authority, an intermittent generator:

(a) may use an alternative forecast for each forecast of generation
potential in place of the forecasts that are required to be used by
subclauses (2) and (3), adjusted as necessary to account for the factors
in subclauses (2)(a) and (b) affecting the intermittent generating
station and trading period; and

(b) must provide such alternative forecast referred to in paragraph (a) to
the system operator and the Authority as soon as practicable after the
intermittent generator receives the alternative forecast.”

New clause 13.9C inserted (Information must be provided in response to an
approved forecaster request)

After Clause 13.9B, insert:

“13.9C Information must be provided in response to an approved forecaster
request

An intermittent generator required to use an approved forecast under subclause (2)
must, in response to a request from the approved forecaster, provide any information
reasonably required by the approved forecaster for the purpose of providing an
approved forecast, as soon as practicable after receiving the request.”

Clause 13.17 amended (Offers may be revised)
In clause 13.17(1), after “subclauses (2) to (4)”, insert “and clause 13.18A”.

Clause 13.18A replaced (Intermittent generators to submit revised forecast of

generation potential every trading period in last 2 hours)

Replace clause 13.18A with:

“13.18A Intermittent generators to submit revised offer following each approved

forecast

(H Subject to subclause (2), within 25 minutes of an approved forecast for a
trading period to which an offer relates, the intermittent generator must
submit to the system operator a revised offer for the relevant intermittent
generating station for the trading period which complies with clause 13.9B.

) Notwithstanding subclause (1), each intermittent generator must, as soon as
practicable, revise any offer to account for any change to one or more of the
factors in clause 13.9B(2).”

Clause 13.82 amended (Dispatch instructions to be complied with)

In clause 13.82(d), after “an intermittent generator and”, insert as subparagraph (i):

“(1) is generating electricity during a trading period at a rate that is not more than
30MW below the forecast of generation potential specified in the
intermittent generator’s final offer; and”
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Clause 13.86A revoked (Intermittent generators must not substantially reduce
generation)
Revoke Clause 13.86A

Explanatory Note

This note is not part of the amendment, but is intended to indicate its general effect.

This amendment to the Electricity Industry Participation Code 2010 comes into force on 31
July 2025.

The amendment amends clause 1.1 and Subparts 1 and 2 of Part 13 of the Code to implement
hybrid forecasting arrangements for intermittent generators.

The amendment:

updates requirements for intermittent generators when submitting offers for trading
periods in which the intermittent generator is prepared to sell electricity

specifies when the first offer for a trading period must be made

requires that offers include a forecast of generation potential

specifies that a forecast of generation potential must use an approved forecast
provided by an approved forecaster adjusted as necessary for any bona fide physical
reason or planned outage

provides for the Authority to agree use of an alternative self-forecast in place of an
approved forecast, adjusted as necessary for any bona fide physical reason or planned
outage

requires intermittent generators to report adjustments to forecasts of generation
potential

specifies how often forecasts of generation potential must be provided, and

makes consequential amendments related to the above.






